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TECHNICAL MEMORANDUM
ILLUMINANCE AND LUMINANCE DISTRIBUTIONS OF A PROTOTYPE AMBIENT
ILLUMINATION SYSTEM FOR SPACE STATION FREEDOM
INTRODUCTION
One of the key variables in assessing the impact of environmental factors on the physiologi-
cal and psychological health of the crew, as well as the influence on productivity, is mission dura-
tion. In space, as on Earth, the importance of habitability factors increases with extensions in mis-
sion or task duration [I]. There is a significant difference between the human ability to adapt to
environmental stresses to accomplish a successful 5- to 10-day mission and for a 120-day or longer
mission. To meet this challenge, the designers and contractors of Space Station Freedom must be
responsive to human habitability to a degree unprecedented in the history of NASA.
This report represents the results of an initial investigation of the human factors and habit-
ability issues raised by possible lighting configurations employed for long duration missions such as
those proposed for the space station. Preliminary results of research at Pennsylvania State
University in the late 1970's (Flynn, ref. 2) suggest that perceptual qualities of an enclosure can be
influenced by the pattern of luminance within the space. Subjective impressions such as spacious-
ness, perceptual clarity, relaxation or tension, and public or private enclosures, among others,
appear to be related to different combinations of surface luminance distributions. For example,
the use of multidimensional scaling to analyze test subject responses indicates uniform
peripheral illumination produces a greater impression of spaciousness than nonuniform overhead
illumination I21.
The primary lighting concept evaluated in this study, the differentiation between task and
ambient illumination requirements, is common to many Earth-bound work environments. Spurred
by concerns with energy efficiency and an increased emphasis on human factors in design
solutions, engineers have provided illumination systems to delineate this distinction since the mid-
1970"s. With this concept, the ambient lighting system provides the lower level illumination neces-
sary to maintain spatial orientation, to safely traverse an enclosure, to accomplish routine visual
tasks for which speed and accuracy are not critical, and to provide luminance distributions that
promote psychological well-being 131. This is augmented by task lighting, a system to provide
greater levels of illumination for workstations and task locations that is tailored to meet the needs
of specific visual tasks. The focus of the current investigation is on the ambient illumination
component of this system only.
Specific light source selection and space-qualified hardware design issues have been inten-
tionally avoided to tocus on the implications of the illuminance and luminance distributions of
several possible ambient lighting configurations. A prototype indirect ambient illumination system
was developed which will allow crew members to alter surface luminance and illuminance dis-
tributions within an enclosed module, thus enabling them to modify perceptual cues to match crew
preferences. A direct ambient illumination system was compared to the prototype utilizing the full-
scale mockup of Space Station Freedom developed by Marshall Space Flight Center (MSFC). The
traditionaldirect lensedsystemwas installedin the habitation(HAB) module,with the indirect
prototypedeployedin the U.S. laboratory(LAB) module. While the effects of discomlort glare,
veiling reflections, color temperature, color rendering, and spectral power distribution were con-
sidered in the design and fabrication of prototype luminaires, the analysis of these variables
remains beyond the scope of present work.
The luminaires in both the HAB and LAB modules were assembled from readily available
inexpensive components to meet demanding delivery schedules. While the direct lensed luminaires
in the HAB module were fabricated from a single concept drawing, the indirect LAB system is the
product of a short prototype development study [4], where a single luminaire was analyzed and
modified several times prior to final production and installation throughout the module (fig. 1).
After the completion of the mockup, it became apparent that subsequent lighting investiga-
tion should respond to the successes and failures of these first design concepts. The authors
initiated a concerted data gathering effort with the goal of establishing an illuminance and
luminance data base. While this will have obvious value as a comparative reference for future
lighting studies, the analysis and interpretation of this data is the task ,of this initial investigation.
The objectives are:
I. Comparison of direct and indirect ambient lighting systems
2. Comparison of various luminaire spacings within modules
3. Comparison of these ambient lighting test configurations and the performance specifica-
tions outlined in volume IV of NASA Standard 3000, "Man-Systems Integration Standards"
(MSIS) 151,
DEFINITIONS
llluminance: Light falling on a surface or the density of the luminous flux incident on a
surface. When a surface is uniformly illuminated, it is the quotient of the luminous flux divided by
the area of the surface.
Footcandle (fc): The unit of illuminance when the foot is taken as the unit of length. It is
the illuminance on a surface I ft 2 in area on which there is a uniformly distributed flux of one
lurnen, or the illuminance produced on the spherical surface of I-ft radius from a directionally
uniform point source of one candela.
Lumen (lm): Unit of luminous flux. Photometrically, it is the luminous flux emitted within
a unit solid angle (one steradian) by a point source having a uniform luminous intensity of one
candela.
Candela (cd): Unit of luminous intensity. One candela is one lumen per steradian.
Luminance: Light leaving or transmitted through a surface in a given direction. Luminous
intensity per unit area measured normal to the given direction.
FootLambert ILL): A unit of luminance equal to the uniform luminance of a perfectly dif-
fusing surface emitting or reflecting light at the rate of 1 lm/ft 2.
Reflectance: The ratio of the reflected flux to the incident flux in reference to a given
surface. Measured values of reflectance depend upon the angles of incidence and view as well as
on the spectral character of the incident flux.
Luminaire: A light fixture. A complete lighting unit consisting of a light source (lamp)
together with the parts designed to distribute the light, to position and protect the lamps, and to
connect the lamps to the power supply.
NOTATIONS
In many of the comparative graphs the following notations are used on the X-axis to
delineate the various test configurations:
HI: HAB module direct luminaire spaced every rack.
H2: HAB module direct luminaire spaced every second rack.
H3: HAB module direct luminaire spaced every third rack.
LUDI: LAB module indirect up and downlight component luminaire spaced every rack.
LUD2: LAB module indirect up and downlight component luminaire spaced every second
rack.
rack.
LUD3: LAB module indirect up and downlight component luminaire spaced every third
LUi:
LU2:
LU3:
LDI:
LD2:
LD3:
LAB module indirect uplight component luminalre
LAB module indirect uplight component luminmre
LAB module indirect uplight component luminaire
LAB module indirect downlight component lummaire
LAB module indirect downlight component lummaire
LAB module indirect downlight component lummaire
spaced every rack.
spaced every second rack.
spaced every third rack.
spaced every rack.
spaced every second rack.
spaced every third rack.
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TEST EQUIPMENT
The test modules consisted of the HAB module and the U.S. LAB module, both part of the
full-scale mockup of the space station developed at MSFC (fig. 2). Interior dimensions of the
modules were identical, with the occupied center volume of each measuring 7-ft high by 7-ft wide
by 38.5-ft long, exclusive of end cones. The primary interior surfaces are satin finish paint, with
measured ceilng, wall, and floor reflectances of 69, 69, and 26 percent respectively, in the HAB
module, and 74, 69, and 26 percent in the LAB module. The rack surfaces in the test areas have
numerous inserts of varying specularity and reflectance properties, corresponding to equipment and
control layouts being investigated at the time of testing.
Testing was performed with the ambient lighting systems installed in the upper standoffs of
both modules (fig. 3). All luminaires were fabricated from common "off-the-shelf" building
products, with a lensed fluorescent luminaire installed in the HAB module (fig. 4) and an internal
reflector fluorescent prototype deployed in the LAB module (fig. 5). While the HAB iuminaire dis-
tributes light directly throughout the module's center volume, the LAB indirect prototype was
designed to illuminate only the adjacent wall and ceiling rack surfaces, with those surfaces being
utilized as secondary reflectors to illuminate the center volume (fig. 6).
The concept for the LAB prototype iuminaire positions the reflector assembly several inches
in front of a typical rack face to facilitate iiluminance uniformity on the rack face. To move a rack
tot replacement or rear rack housekeeping, the lighting assembly is recessed into the standoff to
provide rotational clearance (fig. 7). To optimize usage of the limited standoff face area, cabin air,
audio, video, and data subsystems were integrated into the luminaire housing.
The illuminance meter utilized lor measurements was the microprocessor and silicon
photocell-based Minolta model T-1M, corrected for spectral response and incident angles. Zero-level
calibration was established during setup prior to each data recording session. The Minoha lumin-
ance meter model LS-IO0 was employed for all luminance measurements. This is also a
microprocessor-based spectral response corrected meter, with a I° acceptance angle. All luminance
measurements were taken utilizing Minolta's standard lamp calibration setting and do not reflect the
I.(X)5 color correction factor recommended by the manufacturer for the installed lamp types.
Luminance meter calibration was verified by measurements of a magnesium oxide sample of a
known 97-percent reflectance.
TESTS AND PROCEDURES
The desire to investigate a wide range of potential ambient lighting options and the concern
with unitormity of rack face illumination led to the original installation of luminaires on both upper
and lower standoffs (fig. 8). Preliminary evaluations of this configration in both the HAB and LAB
modules revealed serious problems with direct glare conditions tk)r crewmembers accessing wall-
oriented workstations as well as concerns with the ability to establish a vertical reference. As a
result, the lower standoff luminaires were eliminated from further analysis.
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Figure 2. Exterior view of the full-scale mockup Space Station Freedom at MSFC
shortly after completion.
Figure 3. (A_ Interior view of the habitation module mockup used for testing. (B) Interior view
of the U.S. laboratory module mockup used for testing.
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Figure 4. Detail of a typical direct luminaire installed in the upper standoff
of the habitation module mockup.
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Figure 5. Detail of the indirect prototype luminaire installed in the
U.S. laboratory module mockup.
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Figure 6. (A) llluminance distribution concept of the direct luminaire. (B) llluminance distribution
concept of the indirect luminaire.
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Figure 7.
I
(A) (B) (C)
{A) Operational position of indirect luminaires installed in the LAB module.
(B) Recessed position of the indirect luminaire to allow clearance for rack rotation.
(C) Partial rotation ot a typical payload rack demonstrating rack removal and replace-
ment process.
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Figure 8. Indirect luminaires installed in the upper and lower standoffs of the LAB module
mockup shortly after completion.
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Figure 9. Standard array of data points on a typical rack face.
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Test procedureswerestandardizedfor datacollection in bothmodules,with a typical array
of datapointsestablishedbasedon the dimensionsof a doublerack (fig. 9). Areas for datacollec-
tion within the moduleswere selectedto minimize the numberof rack face insertsthat exhibit
varying specularityand reflectanceproperties.While predominatelyundifferentiatedrack faceswere
selectedfor dataacquisition,whendatapoints fell on an insert, measurementsweretakenon the
nearestadjacentuniform surface.Datawere collectedfrom a three-racksectionnearthe centerof
eachmoduleon the assumptionthat it would be representativeof conditionsthroughoutthe
interior, llluminance, luminaire luminance,and rack surfaceluminancewere investigatedfor all test
configurations.
Illuminationdatawas recordedfor bothmodulesin two planesparallel to the floor: one
with the standardarrayof datapoints 30 in abovethe floor planeand the secondwith the standard
array42 in abovethe floor, Threedatasetswererecordedfor eachtest configuration:horizontal
I\_otcandles,vertical footcandlesfacingall, and vertical footcandlesfacing port. Given the
symmetryof the modulearchitecure,luminaire layout, and surfacereflectances,it wasassumed
that vertical illuminancedata lacing forward and starboardwould not differ significantly from that
recorded.Carewas taken to minimize body shadowinfluenceon measurementswhile uniform
receptororientationwasmaintainedby utilizing a sensormountingstandfor all illuminancedata
recording.The 30-in dataplanewasselectedto correspondwith the acceptedEarth-boundpractice
of measuringiiluminanceat thetypical office 30-in work planeheightas well as MSIS
requirements.The 42-in dataplanewasselectedasthe geometriccenterof a moduleaswell as to
provide baselinedata tot comparisonwith the previousBoeing illumination study [6].
Luminaire luminancemeasurementsfollowed the guidelinesin the "'IES PracticalGuide to
Photometry'"[7I. For eachtest luminaire,datawas taken in I0° incrementsfrom nadir to horizontal
in planesparalleland perpendicularto the long axis of the luminaire.-Theluminousaperturewas
scannedfor maximumand minimum values,with five additionalreadingstakenat randomlocations
lk)reach I(F increment.For eachreading,the meierwaspositionedapproximately57 in from the
luminaire faceto maintaina uniform sampleareaof I in3. The averageof thesesevenreadings
was then usedto characterizethe luminousaperture.In someoblique viewing orientationsthe lumi-
nousapertt,re wasnot visible to the meter. At other viewing anglesthe I° acceptanceangleencom-
passedpart of the adjacentrack faceas well asthe luminaire'sluminousaperture.For example,
the luminousapertureof lhe LAB uplight is not exposed to the meter at any point between nadir
and horizontal in the parallel axis. In such instances data was not recorded.
Surface luminance measurements of each rack were recorded from a fixed meter position,
resulting in incident viewing angles that ranged from approximately 50 ° to 90 ° and test distances
ranging from 57 to 80 in. Additional data sets were obtained from a random point on a rack face,
recording surface luminance for incident viewing angles between 40 ° and 90 ° in 10° increments at
meter distances from roughly 54 to 84 in. This data shows a maximum 0.6-percent difference in
observed luminance induced by the changes in viewing angle and distance, verifying the accept-
ability of the test procedure.
In the habitation module, three test configurations were investigated: every luminaire
switched on, every second luminaire on, and every third luminaire on. With the variable photo-
metric distribution possible using the prototype indirect luminaire, these same configurations were
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investigatedin the U.S. LAB module,but with significantvariations.For eachof the three
luminaire spacings,datawas recordedfor the following conditions(fig. 10):
1. The up and downlightcomponentsbothon, illuminating the ceiling and wall rack faces
respectively
2. The uplight component on, illuminating only the ceiling surface
3. The downlight component on, illuminating only the wall surface.
Caution must be used in viewing and interpreting the included photographs as film, photo-
graphic paper, and halftone reproductions do not exhibit the same response as the human eye does
to luminous contrast and the spectral composition of light sources [3]. The photographs are
intended only to illustrate the test configurations under discussion.
RESULTS AND DISCUSSION
Prior to reviewing the data generated by the different test configurations, the reader must be
cautious of several possible fallacies inherent in this investigation. While efforts to conform to
accepted industry standards were prevalent in setting up test and recording data, there remains
some concern with the use of the full-scale mockup as a test installation. The initial intent of both
the rnockup and the installed luminaires was primarily tot concept demonstration, with acceptable
tolerances [or design and production set accordingly. To meet both time and budget constraints,
luminaires were designed and fabricated from readily available off-the-shelf components even
though more expensive, longer-delivery, or custom-fabricated components would have better served
a given function. Additionally, while protrusions and inserts on rack faces may naimic actual
hardware layouts, they also have the potential to inject irregularities into the recorded data. The
investigators have been conscious of these pitfalls and have made efforts to recognize and, where
possible, minimize these aberrations throughout the data collection and analysis process. For
example, shadows from a piece of surface-mounted equipment in the HAB module restllted in
abnormally low readings lot horizontal and vertical illumination at one data point in the 3()-in data
plane. This data point was noted in testing and eliminated from analysis.
Both horizontal and vertical illuminance measurements varied considerably from one test
configuration to another, yet each configuration could be specifically designed to provide a
minimum of II)fc as required by MSIS STD-3000. One method of comparing test configurations,
independent of measured intensities, is to compare various luminance and illuminance ratios pro-
duced by the configurations under consideration. For example, the ratio of maximum to minimun_
illumination in the 30-in plane will remain invariant tot a test configuration regardless of intensities
measured. Whether the luminaires operate at full intensity or are dimmed to some level, the con-
figuration will yield luminance and illuminance ratios specific to that configuration and independent
of actual illuminance and luminance data recorded.
11
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A. LUDI: LAB module indirect up and downlight
component luminaire spaced every rack.
B. LUD2: LAB module indirect up and downUght
component luminaire spaced every second rack.
1
C. LUD3: LAB module indirect up and downlight D. LUI: LAB module indirect uplight component
component iuminaire spaced every third rack. Iluminaire spaced every rack.
Figure 10. LAB module indirect luminaire test configurations.
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E. LU2: LAB module indirect uplight component
luminaire spaced every second rack.
F. LU3: LAB module indirect uplight component
luminaire spaced every third rack.
t!
G. LDI: LAB module indirect downlight component
luminaire spaced every rack.
H. LD2: LAB module indirect downlight component
luminaire spaced every second rack.
Figure I0. LAB module indirect luminaire test configurations (continued).
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llluminance
A review of the distribution of horizontal illumination (fig. I1) reveals little difference in
uniformity between the direct and indirect test configurations. However, an increase in the
luminaire spacing interval produces some decrease in the unitormity of horizontal illumination tbr
all test configurations in both the 30-in and 42-in data planes. Due to the lack of directional con-
trol provided by the lens, the luminaire spacing in the direct system can be increased to every
second rack without appreciably affecting uniformity. With the indirect system, the use of the
ceiling as a diffusing surface allows the luminaire spacing interval to increase to every second rack
in the up + downlight configuration and every third rack in the uplight configuration without sig-
nificantly altering uniformity. While a slight decrease in uniformity between the 30-in and 42-in
data planes is apparent in all test configurations, the extrapolation of this trend to planes above
42-in could be undesirable in microgravity environment. With visual tasks also likely to occur
above and below a 30-in work plane, it is possible that a continuing reduction in uniformity could
affect performance of tasks occuring above the 42-in plane. Utilizing the ceiling as a diffuse
secondary reflector should help maintain the uniformity of horizontal illumination in planes above
42-in. The higher max/min ratios produced by the second and third rack spaced downlight con-
figurations are not unexpected given the test distances and angular relationships involvea.
31.4
While not specifiedasa metric in MSIS, it seemsimportantfor the ambientsystemto
illuminatethe vertical as well ashorizontalsurfacesof objectsin the centervolumeof a module.
In a microgravityenvironmentit is improbablethat routinevisual tasksin a module'scenter
volumewould be orientedonly in a horizontalplane.A review of vertical illuminance recorded in
both the hmg (facing aft) and short (facing port) module axis directions results in observations
comparable to those discussed regarding the horizontal illuminance data. There appears little dif-
ferentiation between the direct and indirect test configurations, while luminaire spacing has con-
siderable influence on ambient vertical illuminance (fig. 12). Considering only the luminaire
placement and test distances involved, one would expect a greater uniforrnity in vertical illumina-
tion facing aft than that observed facing port for the indirect test configurations. This seems to be a
result of the impact of the visual cutoff louver on the luminaire's photometric distribution and the
resultant direct illumination on some dala points.
Some measure of illumination provided by the ambient lighting system is necessary through
the center volume of a module to verify accommodation of noncritical visual tasks, but it seems
more appropriate that both horizontal and vertical illumination be considered in multiple planes
from floor to ceiling. While this would more closely relate to the flexible and changing use of this
volume as well as the various body positions and viewing angles of the crew. it does not directly
address the importance of producing surface luminances to maintain crew comfort and psychologi-
cal well-being on long duration missions. Given this relationship, interior ambient lighting systems
should be designed to produce a range of desired surface luminance distributions and intensities in
addition to a specified number of footcandles in the center volume [81.
Surface Luminance
In comparing surface luminance distributions, the different rellectances of ceiling, wall. and
floor racks of the HAB and LAB mockups have been factored out to produce comparisons based
on a common surface reflectance of 74 percent for all racks in both the modules.
The intensity, size. and position of luminances in a crewmember's field of view are central
in determining the speed and nature of the physiological reactions necessary for visual assimilation
191. As luminance ratios become extreme, transient adaptation times increase, veiling reflections on
specular surfaces become obstructive, discomfort glare conditions become prevalent, and proper
film or video exposure becomes problcnlatic. Over the course of a typical work day, the speed and
accuracy of performing visual tasks can be severely impaired.
Surface luminances of a module were examined as being roughly representative of the con-
trast present in the visual field when a crew member is oriented toward a specific interior surface
versus being oriented on the long axis of the modt, le (fig. 13). As with illumination, the single
factor showing the greatest influence on unilormity of surface luminance is that of the luminaire
spacing interval. As would be anticipated from the geometric relationship of the luminaires to the
different cabin surfaces, the floor exhibits little variation in uniformity while wall and ceiling
luminance ratios are most susceptible to changes in spacings. Only the single rack spacing con-
figurations appear satisfactory when considering transverse (wall, l]oor, or ceilingl viewing orienta-
tions, with all two- and three-rack spacing configurations producing ratios thai border on or exceed
the MSIS maximum of 10:1. When considering long axis viewing where all surfaces appear in the
15
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visual field, only the HAB single rack luminairespacingconfigurationand the LAB single rack
up+ downlight configurationcomecloseto meetingthis specification.
Theserelationshipsgenerallyhold true when individual rack facesareconsidered.The
smallervisual field subtendedwhile engagedat a typical workstationwas approximatedby con-
sideringthe luminousdistributionof a single rack face. By evaluatingthe rackswith integral
luminaireson, only the greatestluminanceratios for individual rack facesarecompared(fig. 14).
Rackswith integral luminairesoff betweenrackswith integral luminaireson appearquite uniform
due to the distancesand geometriesinvolved. They arewithin the acceptableluminanceratio limits
and were not graphed.Only the HAB single-rackspacingconfigurationand the LAB single rack
up+downlight configurationyield individual rack face luminancedistributionswith a max/min ratio
lessthan 10:1.
With the establishedneedto maintaina vertical visual orientation in a micro gravity
environment, surface luminances could be key elements in providing the visual cues necessary to
establish a vertical reference. In comparing the average surface luminance of the upper one-quarter
module with corresponding data for the lower one-quarter module, it was found no test configura-
tion generated luminance ratios significantly greater than 3:1, which is probably not enough con-
trast to establish a vertical reference. Investigation then focused on the possibility that small areas
of increased surface luminance in the upper and lower quadrants would yield greater contrast. The
average maximum luminance (average of five highest adjacent surface luminance measurements) for
the upper quadrant was compared with the average maximum luminance of the lower quadrant (fig.
15). The average maximum luminance ratios were significantly greater than those produced by
comparing average surface luminances, with all the indirect test configurations demonstrating a
greater upper/lower luminance ratio than the direct test configurations. With the lack of an
established lower contrast threshold required to maintain a vertical reference, it remains unclear if
the direct test configurations provide surface luminance distributions necessary to maintain orienta-
tion. In considering the entire visual field, luminaire luminance could play a pivotal role in this
orientation process [10], however, it should be kept in mind that increases in the upper/lower
module luminance ratio to achieve a vertical reference will also accentuate problems with direct
glare and veiling reflections.
Luminaire Luminance
While interior surface luminances are central to the consideration of transient adaptation,
direct glare, and CRT reflections, often the increased luminance of the luminaire aperture produces
a ratio of luminaire luminance and adjacent surface luminance that becomes the most critical
element affecting these habitability issues.
For initial comparison, the maximum luminaire luminance in the parallel and perpendicular
viewing planes was related to the average luminance of two I-ft-wide surface strips adjacent to the
luminaire, one along the wall rack and the other on the ceiling rack (fig. 16). This comparison
assumes the surface luminance of the adjacent racks will vary little with changes in viewing angle.
While no direct illumination test configuration falls below the MSIS maximum of 20:1, the indirect
single rack up + downlight configuration is acceptable in both the parallel and perpendicular view-
ing orientations. Additionally, several other indirect test configurations conformed to the MSIS
standard when considering only perpendicular viewing angles. With a custom louver designed for
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visual cutoff in both the parallel and perpendicular planes, it would be anticipated that parallel axis
luminaire/adjacent surface luminance ratios would approximate those of the perpendicular plane.
Due to the behavior of rack faces as nearly uniformly diffusing surfaces, interior surface
luminance can generally be evaluated independently of viewing orientation. The directional intensity
distribution of luminaires and the nonstandard viewing orientations of a microgravity environment
combine to necessitate that a detailed consideration of luminaire luminance requires notation of the
specific viewing angle. Readings taken at IO ° increments both parallel and perpendicular to the
luminaire's long axis were related to the average luminance of a I-ft surface strip of both adjacent
wall and ceiling racks, resulting in a viewing orientation specific luminance ratio.
A comparison of the HAB module direct luminaire single rack spacing configuration and the
LAB module single rack up+ downlight configuration is representative of an orientation specific
luminaire/adjacent surface luminance ratio analysis (fig. 17). The direct luminaire yields ratios that
are less than the MSIS maximum of 20:1 only for 70 ° and 80 ° viewing angles in the parallel axis,
with no viewing angle in the perpendicular plane conforming to the standard. In the perpendicular
plane, the indirect luminaire closely matches the adjacent rack surface luminance from the 20 °
through 60 ° viewing angles, and is well below the MSIS maximum luminance ratio in this viewing
range. While size, spacing, and blade angle of the visual cut off baffle work well to minimize
luminaire luminance at these angles, they allow the observer unobstructed visual access to the
luminance of the reflector/lamp assembly at the upper and lower viewing ranges. Similar problems
exist tor most viewing angles in the parallel plane: the louver geometry does not provide a visual
cutoff in this axis, therefore yielding unacceptably high luminaire/adjacent surface luminance ratios.
A custom-designed cutoff louver should bring luminance ratios in these viewing directions more in
line with values found in the 20 ° through 60 ° zone of the perpendicular axis.
In reviewing the viewing angle specific luminaire/adjacent surface luminance ratios, it is
first noticeable that both the direct and indirect test configurations produce distinctive "signatures"
or patterns of luminance data (figs. 18 and 19). While the luminaire luminance remains constant,
the adjacent surface luminance decreases with a reduction in the interreflected illuminance com-
ponent when luminaire spacing increases to ever T second and third rack test configurations,
corresponding to definite increases in luminaire/adjacent surface luminance ratios.
CONCLUSIONS
Results of existing behavioral research in illumination indicates that perceptual qualities of
an enclosure can be influenced by the pattern of illumination within the space. Feelings of
spaciousness, perceptual clarity, relaxation or tenseness, and public or private spaces, among
others, appear to be related to different patterns of surface luminance. The LAB module prototype
indirect ambient illumination system allows a crew to alter surface luminance distribution within an
enclosure, thus enabling them to modify perceptual lighting cues over the course of a mission to
match crew preference. Coupled with a dimming system, this approach provides the maximum
degree of flexibility and user control over one aspect of the interior environment that will be
critical to habitability on long duration missions.
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A direct illumination system with dimming control only allows user modification of
luminous intensity, without the ability to alter patterns of distribution. While adequate to provide
the minimum required footcandles on a horizontal plane, the direct ambient test configurations
produced greater luminaire luminances and greater contrasts between luminaire luminance and rack
surface luminances than the indirect test configurations. These factors combine to raise serious
problems with direct glare, veiling reflections on consoles, and taxing repetitive visual adaptations
to luminous extremes in the visual field.
A review of the effects of luminaire spacing on luminance distribution suggest that
luminaires providing ambient lighting should be spaced at each rack interval. As luminaire spacings
increase to every second or every third rack, increasingly excessive luminance ratios on module
surfaces result. Although not as pronounced, increased spacings also demonstrate a decrease in the
uniformity of horizontal and vertical ambient illumination in the module's center volume. While
existing test configurations involved luminaires that effectively spanned the full rack width, addi-
tional studies should investigate the possibility of using shorter iuminaires to achieve comparable
results and to determine the effects of their position relative to a rack face.
While each test configuration can be designed to provide the current MSIS minimum
requirement lor ambient illumination, only those direct and indirect test configurations with
luminaires spaced at each rack were found in compliance with current MSIS standards for interior
surface luminance ratios. While several indirect test configurations lell within the allowable limits
l_r luminaire/adjacent surface luminance ratios, only the indirect prototype providing both ceiling
and wall illumination met all the standards tor illuminance and luminance of ambient lighting sys-
tems as currently defined in the MSIS.
Concern exists regarding the time required to recess the indirect prototypes in the LAB
module out of the rotational path required for rack replacement or rear rack maintenance functions.
While the degree of inconvenience this represents is largely a function of the frequency of these
operations, the additional luminaire motion requirement does present another set of mechanical
parts that may fail over the expected life of the space station. Subsequent investigation should
focus on possible stationary luminaire configurations to yield an indirect illumination distribution
with similar user control options.
The investigation of luminance and illuminance distributions of ambient lighting systems
cannot be entirely divorced from the specific hardware assemblies that generate a given distribu-
tion. Variations of different lenses, rellector shapes, and louver geometries all affect photometric
distributions. Any evaluation of a lighting system is incomplete without also considering the
interaction of task and ambient illumination subsystems, as well as the interaction of the lighting
system and interior surface finishes. To avoid visual chaos and maintain the desired illuminance
and luminance distributions, higher fidelity luminaire models should be pursued with the
interactions of both task and ambient subsystems considered in the context of interior finish
options.
After reviewing existing space qualified light sources [11,12,13,14], investigation to date
has utilized only fluorescent lamps in the luminaire mockups. Advances in technology in recent
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yearshavethe potentialto provide morecompact, lighter weight, moreefficient sourcesof illumin-
ation. New tluorescent,high-intensitydischarge,electroluminescent,radio[uminescent,and light-
emitting diode technologiesall shouldbe reviewedfor potentialapplicationsin the mannedspace
program.
The designspecificationsthemselveswarrantreviewand updating.The illumination sections
of NASA-STD-3000vol. IV remainan outdatedmix of prescriptiveand perlk_rmancespecifica-
tions. The useof a prescriptivespecificationinhibits innovativeproblem-solvingand utilization of
new advancesin technology.Ambiguous,subjective,nonbindinglanguagecurrently exists, with
phrasessuchas _'wherepossible," "'whenrequired," "'perceptible,"and _'shallbe minimized"
employedwithout clear technicaldefinition. In severalcases,specificationsreflect commonEarth-
boundmetricswithout acknowledgingmodificationsto accommodatea microgravityenvironment.
Illumination requirementsdo not definedirectionor limits of uniformity and refer to a standard
30-in Earth-boundseatedwork planeheight. All luminaire luminancestandardsare identified
without regardto viewing orientation.This lack of specificity in mostcasesdoesnot meetcurrent
industrystandardsfor Earth-boundprojectsand hasmadethe task of evaluatingthe mockupsfor
MSIS compliancedifficult and subjectto considerableinterpretation.
Researchrecentlycompletedor currently in progressindicatesstridesarebeingmadein
understandingthe interactionof light and humanphysiologicalas well aspsychologicaland percep-
tual systemsl lSI. Investigationof the role light plays in circadianrhythmsand seasonalaffective
disordertSAD) is amongsomeof the currentresearchthat promisesto haveimmediateimpacton
the MSIS as they,arecurrently written. Over the past l0 yearsmetricshavebeendevelopedor
applied in the lighting industryin an attemptto quantify severalof the humanfactor issuescritical
in lighting design. In North America, theseinclude:
Visual Comtort Probability(VCP): an evaluationof discomfortglare resultantfrom
h, minaires directly in the field-of-view.
Equivalent Sphere Illumination (ESI): a determination of the effectiveness of a lighting
system in controlling veiling reflections.
Relative Visual Performance (RVP): an assessment of a lighting system relative to the
speed and accuracy of performing a visual task.
Currently absent from discussion in the MSIS documents, these metrics and their European
counterparts warrant review to determine their applicability for lighting design for manned
spacecraft.
While recent research needs to be incorporated into the specifications, there remain signifi-
cant gaps in current knowledge concerning the interaction of light and man. The ultimate measure
of the effects of illumination systems on habitabilty is man, not a photometer, and much research
remains to be done with human subjects. Threshold cues necessary to acquire and maintain vertical
orientation need to be established. The pioneering research at Pennsylvania State University in the
1970's 12I utilizing factor analysis and multidimensional scaling to interpret human subjective
responses to lighting installations requires review, with the goal of applying appropriate meth-
odologies to gt, ide lighting design for man's exploration of space. The additional support of Space
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StationFreedom by the European Space Agency and the National Space Development Agency of
Japan should lead to studies investigating possible cultural differences in the human response to
lighting, particularly regarding subjective impressions.
With an increased understanding of the requirements for long-duration manned missions and
potential human habitation of space, NASA can also play a leadership role in helping direct the
allocation of critical resources to qualitatively satisfy the increasing needs of human shelter on
F_lrth.
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